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General Civil Notes

1. Existing storm water system shall remain in operation continuously during

construction.

2. Locations of existing utilities and improvements are approximate and for

information only.  Contractor shall refer to project specifications for

requirements relating to locating existing utilities and laying out the
work.

3. Return all disturbed pedestrian and vehicular pavements to usable

condition immediately as part of continuing construction operations.

Provide permanent repairs to pedestrian and vehicular pavements no later

than 7 calendar days from initial disturbance.  IF PERMANENT REPAIRS ARE
NOT MADE WITHIN 7 CALENDAR DAYS, NO ADDITIONAL SURFACE DISTURBANCE MAY
OCCUR UNTIL ALL PENDING PERMANENT PAVEMENT REPAIRS ARE COMPLETE.

4. Alignment shown is general.  Make variations in horizontal and vertical

alignment as necessary to avoid conflicts with existing utilities and

construction to remain.

5. For each tree removed in this work, the contractor shall replace with two

trees of like species (as approved by COR) of DBH of 4 inches, unless

noted otherwise.  These shall be planted in a location as designated by
the COR.
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